In This paper, a modular approach for investigation of the dynamic behavior of three phase induction motor is developed and described in details. This model has been built up, systematically, by means of basic function blocks found with MATLAB/SIMULINK. This model is described in similar but modular approach as in electrical machines theory. The motor model includes multi-level blocks solving equations for each motor part or component. This approach enables the researcher to calculate or investigate any motor variables; voltage, current, flux, speed and torque. This model could also be used for a wide range of horse power needed in scientific research and numerical applications. A q-d axis based model is proposed to analyze the transient performance of three-phase squirrel cage induction motor using stationary reference frame. Constructional details of various sub-models for the induction motor are given and their implementation in SIMULINK is outlined. Direct-online starting under different load conditions of a 3 hp induction motor (as case study) is also studied. The motor stator voltage, the stator and rotor currents, the developed torque and rotor speed are, numerically, calculated and plotted for different operating conditions.
Introduction
The induction machine is the most used machine in a wide variety of industrial applications as a mean of converting electric power to mechanical work due to its robustness, reliability, low cost, high efficiency and good self-starting capability [1] [2] [3] . Induction machine is considered as nonlinear dynamic system suffering from different levels of complicities and difficulties when operating under different input parameters and load variation. The induction motor, particularly, with a squirrel cage rotor, is the most widely used source of mechanical power fed from an AC power system [4, 5] . Its low sensitivity to disturbances during operation makes the squirrel cage motor the first choice when selecting a motor for a particular application.
For electric drive studies, usually the steady-state and transient state are very important to be taken into account. The recent improvements in power semiconductors devices and fast digital signal processing hardware have further accelerated this progress [3] .
SIMULINK is chosen as a numerical environment to justify our proposed modular approach, that is able to predict such these phenomena, and this is what we are in charge to initiate in the present work with respect to various previous works [3] [4] [5] [6] [7] [8] . It's a very powerful and easy tool for simulation instead of compilation of program code. The simulation model is built up systematically by means of basic function blocks.
For the selected motor rating, given in section 4, the motor draws large currents and oscillatory torques during startup and other severe motor operation modes. The numerical results with MATLAB/SIMULINK are all given in section 4.
In the following model and equations, the subscript "s" indicates stator quantities, and the subscript "r" indicates rotor quantities; the subscript "q" indicates the quadrature axis quantities and the subscript " is the magnetizing reactance; ω b is the base speed at nominal ratings; ω r is the rotor speed; f is the rated nominal frequency; p is the number of poles pairs; S b is the rated base power in kilowatts; H is the inertia constant; J is the moment of inertia; T em is the torque developed by motor; T load is the load torque on motor shaft.
Induction Motor Mathematical Model
Classical techniques are used to establish the voltage and torque equations for a symmetrical induction machine expressed in terms of machine variables. The machine voltage equations are written in the arbitrary reference frame. To eliminate the time-varying inductances, the equations are frequently transformed to q-d quantities. The equations then expressed in d-q reference frame by appropriate assignment of the reference frame speed in the arbitrary reference frame voltage equations.
In this work, a stationary reference frame has been used, which has the advantage of eliminating some terms from the voltage equations. MATLAB/SIMULINK solutions are used to illustrate dynamic performance of typical induction machines and to depict variables in stationary reference frame during free acceleration. The material presented in this paper forms the basis for solution of more advanced problems. In particular, these basic concepts are fundamental to the analysis of induction machines in most drive systems and variable frequency drive applications.
The simulation of the induction motor is conveniently accomplished by solving for the flux linkages per second in terms of the voltages applied to the machine and machine parameters. The derivatives of the stator flux linkages are given by (1) to (2):
The stator currents (in the stationary reference frame) can then be found using (3) to (4):
Likewise, the derivatives of the rotor flux linkages (per second) are given by (5) to (6):
The rotor currents (in the stationary reference frame) can then be found using (7) to (8):
The mutual flux linkages are given by, (9) to (10):
where; 
Equations (1) to (10) provide electrical quantities. The induction motor is an electromechanical device, so the model also requires expressions for the electromagnetic torque and the speed of the machine. Equation (11) expresses the electromagnetic torque in terms of the flux linkages, and (12) determines the rotational speed from the machine torque, load torque, and moment of inertia.
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The model for the induction motor requires voltages as inputs. Thus the power supply block consists of a threephase source that provides a balanced set of three-phase voltages. In stationary reference frame the following set of (13) can be used:
where rms 2 π , and
Since the inputs and outputs to the induction motor model are phase voltages and currents, they must be transformed to the stationary reference frame. Thus, (14) and (15) are used to transform the phase voltages to the stationary reference frame, and q-d stationary reference frame currents to phase currents, respectively.
    
Simulink Implementation
The induction motor block is a compound block that contains multi-level sub-blocks, and will be described in this paragraph. That has the advantage of keeping the amount of blocks to a reasonable number at any given level of the model. The complete simulation system of the induction motor shown in Figure 1 includes the induction motor model and a power supply model. A separate block is included in the simulation model to implement motor winding variables, calculations of motor constants and coefficients, variable voltage parameters, and load block. This approach is used to provide an easy way to simulate different operational parameters and conditions. The model can be very useful. The motor parameters block, shown in Figure 2 , is suitable to simulate different motors dynamic behavior by inserting there parameters only. The voltage block allows simulation of motor behavior supplied with different voltages and methods of control.
The suitable choice of constants allows constant power, constant torque, horsepower squared, and horsepower cubed loads.
Compound blocks can be used to allow multiple levels in a model. Any motor variable can be obtained and analyzed by selecting the appropriate block and level [9] . This block also contains constants for the parameters of the machine, which can be changed by the user to represent other machines.
The power supply model, seen in Figure 3 , includes two sub-blocks to implement the three-phase voltage generator based on (13) and its conversion to q-d stationary frame based on (14).
The motor model includes two sub-models: electrical model, representing equations from (1) to (10) , and mechanical sub-model representing (11) and (12). The electrical sub-model includes separate blocks for motor stator, rotor and magnetizing circuits, as shown in Figure 5 .
This approach provides means for studying and analyzing different machine variables and circuits, and solves equations given in teaching electrical machine courses in universities [10, 11] .
The magnetizing circuit which provides an easy way to study and investigate magnetizing flux and current is also included as subsystem in the magnetizing model in Figure 5 .
It also enables the researcher to solve equations for stator fluxes and currents in q-d stationary frame.
The q-d to abc block (the right one in Figure 6 ) is another transformation. In this case the stator q-d currents in the stationary frame are transformed to phase currents (i a,b,c ).
In the same way as for the stator circuit, the rotor circuit can be simulated and rotor quantities which not accessible for measurements in a squirrel cage motor cam be calculated and investigated. Figure 7 represents a model for the motor mechanical part. This block contains the code for the motor developed electromagnetic torque, as in (11), and determines the speed and position of the rotor as a function of time, as described in (12). To widen the benefit of this model, in the code used, the motor developed torque and rotor speed are represented in per unit. This approach helps to investigate different induction motors with different values of rated torque and speed. In this case, it is required to enter the motor parameters only in the related block, and the model will calculate all the coefficients required to solve the system equations and all the motor voltages, currents, fluxes, torque and speed can be obtained from this model.
Investigation of Dynamic Behavior
By starting from zero speed and applying the voltages, the acceleration of the induction machine can be obtained either with or without a load on the shaft. Figure 8 shows the stator phase voltage, the stator current, the rotor speed and the developed torque of a 220 volt, four-pole, a three-horsepower induction motor started with no-load. It is interesting to note that this motor has a rated torque of about 12 N.M.
In Figure 9 the torque is shown as a function of speed; however it could also be plotted as a function of time, as in Figure 1 . Most textbooks and manufacturers' manuals show the steady-state torque-speed characteristic, but the reality is the motor is subjected to pulsating torques during the startup, as shown in Figure 9 . The oscillating torques, however, reach a peak of about 132 N.M. (T/T b = 11) at time equal to 0.0107 sec. Figure 11 shows the free acceleration. Since friction and windage losses were not included, the motor reaches synchronous speed. Doing that, it was found that the investigated motor took approximately 0.32 second to accelerate to the synchronous speed. Figure 12 shows the stator phase currents as a function of time during the free acceleration of the threehorsepower motor. Their frequency is essentially constant at 60 Hz, but the amplitude is much larger than rated current until the machine reaches breakdown torque. Once the machine reaches synchronous speed, the motor draws only a small current to provide the excitation and the losses of the stator and rotor windings.
It would be difficult to measure the rotor currents in a squirrel-cage induction motor, but they are obtainable eferenced to the stator) from the model. Figure 13 odel can be investigated further by running a va (from 0.32 se (r shows the rotor phase currents. These are particularly instructive, as they clearly show that the frequency of the rotor currents changes with the speed of the machine. At start, the rotor currents have a 60 Hz frequency, but the frequency drops as the motor accelerates, reaching very low frequencies as the motor nears synchronous speed. Of course, once the motor reaches synchronous speed there is no relative motion between the rotor squirrelcage bars and the rotating magnetic field. Thus the current in the rotor bars drops to zero as shown in the Figure 13 .
The m riety of studies with it. As an example, one could vary the load torque and observe the steady-state speed of the machine and determine the effect on the acceleration time. The readings could then be plotted to provide the torque speed curve from zero to full-load as shown in . Increasing load torque on motor shaft caus torque oscillation which will continue to rotor speed of 0.5 -0.6 synchronous speed. At the end of transient state torque oscillation will be very small and decreasing with torque increasing and finally disappear. Maximum torque at starting obtained at the same time (not depending on load torque), but speed change behavior is different for different loads. This maximum value of motor torque at motor starting varies for different load very slightly. As this maximum obtained at starting through very small period (during 1-2 cycles), rotor speed at this period can be considered slightly changed (constant). These statements leads to a result: Maximum torque of an induction motor can be obtained approximately analytically, considering rotor speed is constant.
Also, the moment of inertia can be changed ate the effect of starting high inertia loads. As inertia increases torque oscillations (peaks with large values) increase at the beginning of starting process, but speed and torque oscillations near the synchronous speed are less (decrease at the end of starting process). Starting period duration approximately proportional to total inertia of drive, as noted in Figure 15 .
In model for induction squirrel cage motor simulation has been introduced. This model enables the users to access to all the internal variables for getting an insight into the motor operation. It's available to investigate and predict the transient behavior of the three-phase induction motor using stationary reference frame.
Using SIMULINK, the simulatio matically starting from simple sub-models and blocks for the induction motor circuits and components. 
Prospective
T ne, or it can be incorporated in advanced motor drive systems. It could be very helpful in teaching and research of electric machine drives and control. The presented model can be adapted for large wound-rotor induction machines and squirrel cage machines, where the voltage dips and harmonics would be, effectively, considered and discussed.
A var be lpful for students and trainee in machine theory, power system, electrical drive system and control schemes would be available. By customizing the proposed generalized model, different levels of experiments for practical courses would be designed to assist the interested sectors of people to understand and test the steady-state and dynamic behavior of actual induction motors (small, medium and large horse power).
